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10'-0" ﬂ 23.03 Ib/ft x 10" = 231 + 250 = 481

Se—— Hangers in question =
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23.03 Ib/ft x 8' = 185 + 250 = 435 Ibs

{ 1405w 6in. (150 mm) sprinkler main
/w 281 Ibs

1" sch 40 2.05 Ib/ft x 15" = 31 + 250 = 281 Ibs
half of 281 lbs 140.5

Max Sch 40 hanger 31.7 Ib/ft x 15' = 476 + 250 = 726 Ibs
23.03 Ib/ft x 8' = 185 + 250 = 435 Ibs

726 - 4351Ibs =291 Ibs > 281 YES!!

section mod 6" sch 10 is 4.35
section mod 1"sch40 @ 8' 0.43



